
 
The new coil installed by the other contractor didn’t cover 
the entire supply plenum opening.  
 

 
Their “solution” was to hide it with tape. 

 
The same sort of thinking went into their return sleeve. 
Rather than custom make a new one… 

 
…they pieced together something on site and taped over 
the gaps. 
 



 
They placed the coil slightly askew so it wouldn’t fall into 
the supply plenum opening.  
 

 
The old new coil next to the new one. The new one is just a 
tad bit bigger!  

 
The installer of the old new coil did nothing to treat the rust. 
  

 
Nor did he seal the coil to plenum connection. The coil sat 
on top of the wood, but the wood is not sealed to the 
plenum. 



 
I installed flashing and sealed the plenum to the flashing. 
The coil was later sealed to the flashing. I also treated the 
rust (no more brown).  
 

 
The TXV measures the pressure and temperature of the 
larger Freon line to modulate Freon flow.  
 

 
The coil is installed and working well.  

 
The furnace still works fine. 
 



 
The new custom made return sleeve.  

 
We accomplished out goal of getting the air conditioner to 
operate at full capacity without freezing up. Rather than 
frost (as was seen in a previous picture sent) we have 
normal condensation. 
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